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applicable emission limitations and op-
erating limitations no later than Octo-
ber 19, 2013. 

(2) If you start up your new or recon-
structed stationary RICE with a site 
rating of more than 500 brake HP lo-
cated at a major source of HAP emis-
sions before August 16, 2004, you must 
comply with the applicable emission 
limitations and operating limitations 
in this subpart no later than August 16, 
2004. 

(3) If you start up your new or recon-
structed stationary RICE with a site 
rating of more than 500 brake HP lo-
cated at a major source of HAP emis-
sions after August 16, 2004, you must 
comply with the applicable emission 
limitations and operating limitations 
in this subpart upon startup of your af-
fected source. 

(4) If you start up your new or recon-
structed stationary RICE with a site 
rating of less than or equal to 500 brake 
HP located at a major source of HAP 
emissions before January 18, 2008, you 
must comply with the applicable emis-
sion limitations and operating limita-
tions in this subpart no later than Jan-
uary 18, 2008. 

(5) If you start up your new or recon-
structed stationary RICE with a site 
rating of less than or equal to 500 brake 
HP located at a major source of HAP 
emissions after January 18, 2008, you 
must comply with the applicable emis-
sion limitations and operating limita-
tions in this subpart upon startup of 
your affected source. 

(6) If you start up your new or recon-
structed stationary RICE located at an 
area source of HAP emissions before 
January 18, 2008, you must comply with 
the applicable emission limitations and 
operating limitations in this subpart 
no later than January 18, 2008. 

(7) If you start up your new or recon-
structed stationary RICE located at an 
area source of HAP emissions after 
January 18, 2008, you must comply with 
the applicable emission limitations and 
operating limitations in this subpart 
upon startup of your affected source. 

(b) Area sources that become major 
sources. If you have an area source that 
increases its emissions or its potential 
to emit such that it becomes a major 
source of HAP, the compliance dates in 

paragraphs (b)(1) and (2) of this section 
apply to you. 

(1) Any stationary RICE for which 
construction or reconstruction is com-
menced after the date when your area 
source becomes a major source of HAP 
must be in compliance with this sub-
part upon startup of your affected 
source. 

(2) Any stationary RICE for which 
construction or reconstruction is com-
menced before your area source be-
comes a major source of HAP must be 
in compliance with the provisions of 
this subpart that are applicable to 
RICE located at major sources within 3 
years after your area source becomes a 
major source of HAP. 

(c) If you own or operate an affected 
source, you must meet the applicable 
notification requirements in § 63.6645 
and in 40 CFR part 63, subpart A. 

[69 FR 33506, June 15, 2004, as amended at 73 
FR 3604, Jan. 18, 2008; 75 FR 9675, Mar. 3, 2010; 
75 FR 51589, Aug. 20, 2010] 

EMISSION AND OPERATING LIMITATIONS 

§ 63.6600 What emission limitations 
and operating limitations must I 
meet if I own or operate a sta-
tionary RICE with a site rating of 
more than 500 brake HP located at 
a major source of HAP emissions? 

Compliance with the numerical emis-
sion limitations established in this 
subpart is based on the results of test-
ing the average of three 1-hour runs 
using the testing requirements and 
procedures in § 63.6620 and Table 4 to 
this subpart. 

(a) If you own or operate an existing, 
new, or reconstructed spark ignition 
4SRB stationary RICE with a site rat-
ing of more than 500 brake HP located 
at a major source of HAP emissions, 
you must comply with the emission 
limitations in Table 1a to this subpart 
and the operating limitations in Table 
1b to this subpart which apply to you. 

(b) If you own or operate a new or re-
constructed 2SLB stationary RICE 
with a site rating of more than 500 
brake HP located at major source of 
HAP emissions, a new or reconstructed 
4SLB stationary RICE with a site rat-
ing of more than 500 brake HP located 
at major source of HAP emissions, or a 
new or reconstructed CI stationary 
RICE with a site rating of more than 
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500 brake HP located at a major source 
of HAP emissions, you must comply 
with the emission limitations in Table 
2a to this subpart and the operating 
limitations in Table 2b to this subpart 
which apply to you. 

(c) If you own or operate any of the 
following stationary RICE with a site 
rating of more than 500 brake HP lo-
cated at a major source of HAP emis-
sions, you do not need to comply with 
the emission limitations in Tables 1a, 
2a, 2c, and 2d to this subpart or oper-
ating limitations in Tables 1b and 2b to 
this subpart: an existing 2SLB sta-
tionary RICE; an existing 4SLB sta-
tionary RICE; a stationary RICE that 
combusts landfill gas or digester gas 
equivalent to 10 percent or more of the 
gross heat input on an annual basis; an 
emergency stationary RICE; or a lim-
ited use stationary RICE. 

(d) If you own or operate an existing 
non-emergency stationary CI RICE 
with a site rating of more than 500 
brake HP located at a major source of 
HAP emissions, you must comply with 
the emission limitations in Table 2c to 
this subpart and the operating limita-
tions in Table 2b to this subpart which 
apply to you. 

[73 FR 3605, Jan. 18, 2008, as amended at 75 
FR 9675, Mar. 3, 2010] 

§ 63.6601 What emission limitations 
must I meet if I own or operate a 
new or reconstructed 4SLB sta-
tionary RICE with a site rating of 
greater than or equal to 250 brake 
HP and less than or equal to 500 
brake HP located at a major source 
of HAP emissions? 

Compliance with the numerical emis-
sion limitations established in this 
subpart is based on the results of test-
ing the average of three 1-hour runs 
using the testing requirements and 
procedures in § 63.6620 and Table 4 to 
this subpart. If you own or operate a 
new or reconstructed 4SLB stationary 
RICE with a site rating of greater than 
or equal to 250 and less than or equal to 
500 brake HP located at major source of 
HAP emissions manufactured on or 
after January 1, 2008, you must comply 
with the emission limitations in Table 
2a to this subpart and the operating 

limitations in Table 2b to this subpart 
which apply to you. 

[73 FR 3605, Jan. 18, 2008, as amended at 75 
FR 9675, Mar. 3, 2010; 75 FR 51589, Aug. 20, 
2010] 

§ 63.6602 What emission limitations 
must I meet if I own or operate an 
existing stationary RICE with a site 
rating of equal to or less than 500 
brake HP located at a major source 
of HAP emissions? 

If you own or operate an existing sta-
tionary RICE with a site rating of 
equal to or less than 500 brake HP lo-
cated at a major source of HAP emis-
sions, you must comply with the emis-
sion limitations in Table 2c to this sub-
part which apply to you. Compliance 
with the numerical emission limita-
tions established in this subpart is 
based on the results of testing the av-
erage of three 1-hour runs using the 
testing requirements and procedures in 
§ 63.6620 and Table 4 to this subpart. 

[75 FR 51589, Aug. 20, 2010] 

§ 63.6603 What emission limitations 
and operating limitations must I 
meet if I own or operate an existing 
stationary RICE located at an area 
source of HAP emissions? 

Compliance with the numerical emis-
sion limitations established in this 
subpart is based on the results of test-
ing the average of three 1-hour runs 
using the testing requirements and 
procedures in § 63.6620 and Table 4 to 
this subpart. 

(a) If you own or operate an existing 
stationary RICE located at an area 
source of HAP emissions, you must 
comply with the requirements in Table 
2d to this subpart and the operating 
limitations in Table 1b and Table 2b to 
this subpart that apply to you. 

(b) If you own or operate an existing 
stationary non-emergency CI RICE 
greater than 300 HP located at area 
sources in areas of Alaska not acces-
sible by the Federal Aid Highway Sys-
tem (FAHS) you do not have to meet 
the numerical CO emission limitations 
specified in Table 2d to this subpart. 
Existing stationary non-emergency CI 
RICE greater than 300 HP located at 
area sources in areas of Alaska not ac-
cessible by the FAHS must meet the 
management practices that are shown 

VerDate Mar<15>2010 07:35 Sep 15, 2011 Jkt 223156 PO 00000 Frm 00030 Fmt 8010 Sfmt 8010 Y:\SGML\223156.XXX 223156er
ow

e 
on

 D
S

K
2V

P
T

V
N

1P
R

O
D

 w
ith

 C
F

R


		Superintendent of Documents
	2014-08-18T09:29:26-0400
	US GPO, Washington, DC 20401
	Superintendent of Documents
	GPO attests that this document has not been altered since it was disseminated by GPO




